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Thursday, September 3, 2009
DOCUMENT 2009-424T

RENOVATIONS AT 7750 HURONTARIO STREET, BRAMPTON (PRP - 22 DIVISION)
ADDENDUM 2

TO: ALL VENDORS
Number of Pages: 17

CHANGES TO SPECIFICATIONS

Form of Tender

I Revise Itern 7, Line 3 Cash Allowance #2 to read §54,000. Remove the current page 45, ‘Form of
;‘g?dcr‘, in Its entircty and replacc it with the attached revised page 45, "Form of Tender, Addendum

Section 01 21 00

1.  Revise sentence 1.3.3(2) Finishing Hardwarc Supply to $54,000.

ARCHITECTURAL '

Section 08 30 00

1. Delete paragraph 2.2 Louvres and replace with the following: “Reference specification Section 23
30 00 paragraph 2.19 for louvre specification.”

Section 092 30 DG

1. Sentence 2.2.3 Clarification: The spacificd Ceramic Wall Tile Type 2 will be used for the accent
band only as roted on the interior elevation in the Men's end Women's waghrooms and ghowers.
Ceraraic tils Type I will be used for the field tile on the walls. The same colour schemes will apply
to Ceramic Tile Type 1 as noted in sentence 2.2.3,

Section 09 65 00

1. Sentence 2.1.3; Add Chrysalis Smooth annugcncous Sheet Flooring as manufactured by Altro as
an approved cgual to the specified sheet flooring. Note calour selection will be made from the fill
colour range and mnst allow for 3 colour sclections.

2, Paragraph 2.1 Materials, note the following approved equals:
s  2.1.4-Roppe Pinnaclc rubber cove basc 4" with toe from full colour sclection
=  2.1.7- Roppe ROP 2035 rubber wall base adhesive
. 2.1.8 - Roppe #44 fillet strip — 1 1/87 radiuvs
e 2.1.11 - Roppe Tuflex Force 3/8” rubber tiles 27” x 277 interlocking-installed without
adhesive,

Employee and Business Services

19 Peel Centre Dr,, Suite A, Bramptan, QN 16T 4B9
Tel: 905-797-7800 www.peelregion.ca
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ADDENDUM 2 (Continued

Section 10 50 00

L.

Scntence 2.2.4, add the following epproved equal: .
Lockers as mamufactured by SP Stalls & Storage are considered equal to the specified locker
manufacturer.

MECHANICALIL

Section 22 40 00

1.

Add the following as parspraph 2.2.6.4;

“WC-4 Pepal Water Closet

Acorn Penal-Ware 18" Lav/Toilet -~ Suicide resistant camby. 1440-CT-3-BPH-04-FVH-MYCFV-
COH-FT-FVT-LPFV-OF-TF-TG 18" combination water closet / lavatory, 304 stainless stecl cabinat
and toilet bowl, seamless welded, satin finish, cabinet with interior sound deadening and fire
registant, designed to reduce the risk of suicide, 1.6 GPF, capable of 3,000 pound loading, floor
mounted with floor outlet, center toilet bowl, hemispherical penal bubbier, air controlled hot and
cold water for lavatory, time-trol with remote on/off flush valve operation, cleanout hook assembly,
flood-trol with manval roset, flugh valve through wall connector, less punching for flush valve,
lavatory overfiow, 24VAC transformer, 12 gauge cabinet. Mounl time-trol controls in ceiling space
with remote flush push button on wall outside of washroom. Provide 6 inch % 6 inch cover with
putiching for button.™

Section 23 30 00

1.

Paragraph 2,19.1 shall require a minimum free area of 54% for louvres,

Section 23 70 00

1.

Add the following as paragraph 2.1.3.6:

"Provide 120V freeze stat in intake of unit. Freeze stat to shut dovm supply fan on temperatures
below 40 deg F. Provide contacls to wire rotumn fan to shut down. Provide indicator lights when
freeze stat bas tripped with a mamal reset button.”

Add the following as paragraph 2.2.6,2;
"The motor shall be wired to shut down on ternperatures below 40 deg F by the freczestat provided
as part of the air handling unit,”

Add the following as paragraph 2.3.7 2:

"The ERY shall have an integral clectric preheat coil. The coil shall be sized to ensure that on
design day conditions, the enthalpy wheel does not frost, The unit shall be designed such that the
minimum supply ait temperature does not drop below the scheduled valucs at any time.”

Section 25 90 00

1

Add the following as 2.6.4.1;
"If the ERV indicates an alarm, the supply fan shall shut down."

Add the following as 2.6.12:

"Low temperaturg protection: The AHU shall shut down if the wixed air temperature drops below
40 deprees F. A manugl reset shall be required to restart the unit.”

ooz /017
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ADDENDUM 2 (Continned

CHANGES TO DRAWING:
ARCHITECTURAL

Drawing Al-6

1. Demolition note 2 clarification: Demolition nate 2 refercnces carpet removal, All other flooring
materials are noted by other demolition notes.

Drawing A2-1

1. Referance attached mechanical sketch ADM-R, Provide a 2hour rated shaft wall assembly ULC#
W-507 with 7/8" rcsilient channels and 5/8” quite rock on the outside face of the shaft wall
assembly around the mechanical duct shown on ADM-8 lacated around the cell block exhaust duct
at gridline 6 berween gridlines C and D,

2, Room B22; Delete the vanity as noted by detail nole 6 and specification reference 6009-1,

Drawing A2-2

1. Room 111: Move the shaft wall assembly north towards gridline 6 and increase the clear inside
dimension to 20” wide x 44™ long. Reference attached mechanical sketch ADM-6,

2, Room 113: Note the millwork labeled “Radio ¢harger and taser storage™ Reference the attached
sketches ADA-3 for details.

3 Room 113: Add millwork counter per specification detail 60014 (base cabinet only with plastic
laminate top). Miflwork to be located along gridline 7 and to be 100 {onp with cquelly spaced
doors/drawers.

Drawing Al-3

1, Plan 1 on A2-3: Refercnee the attuched ADM-7, The bridge has been removed from the mechanical
specifications. Provide 2° x 2’ precast concrete pads to elose the walkway loop.

MECHANICATL,

Drawing M0-1
L. Chanpes to VAV box sizes, volume settings and inlet sizes. Rofer 1o ADM-].

2. Changes to the ERV schedule: The supply and exhanst HF shall each be 3 HP. The supply BHP
shall be 1.86 HP. The exhaust BHP shall be 2.34. The pawer requitements shall be 575V/3PH/60Hz,
30 FLA, 42 MCA gnd 40 MOGP. The summer design supply 4ir temperature shall be 8 1db/67wh.
The wintcr design supply tempetrature shall be 44dB/37wb with the usc of an electric preheat coil ta
inerende the outdoor alr above enthalpy wheel frost conditions. Remove the remark regarding
separate power connections. Include a remark as follows: "Provide electric preheat coil to ensure
that the whecl doeg not frost™.

3. Changgs to return air and exhaust air grille schedule. Refor o ADM.-2.
4, Addition of schedule for SL-3. Refer to ADM-2.

B003/017

Page 3 of 5
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ADDENDUM 2 (Continued)

Drawing M2-1

1. HW circulation piping is revised, two receive loops ars deleicd. Provide % “CBV and check valve in
the corridor ceiling B22 where recwive line ties into cxisting”, Refer to ADM-3.

2. Remove L-1 in washroom at gridline E1-3. Change tag on watcrcloset to WC-4 in washroom at
gridline E1-3, Movec the lavatory cold water, hot water and sanitary conneotions to WC-4.

Drawing M2-2

1. Provided a chook valve in the domestic hot waler recirculation line downstream of the CBV above
reom 117, Recirculation line shall be 3/4 inch.

Drawipg M2-3

1. Changes to ductwork sizing, alr flow quantitics and diffuser labels for supply, teturn, cxhaust and
transfer air it rooms BO03, Bll, B14, and Bl17. Changes to ductwork sizes serving these rooms.
Refer 10 ADM-4 and ADM-5; also refer to changes in the VAY box schedule per ADM-1,

2. T-5tats in rooms B23, B24, B25 & B26 shall share control (average temperature) over the associsted
YAV box. B24 and B25 t-stats cumently showing incorrect VAY Box association.

3, Addition of exhaust ductwork with dampers scrving cells arga. Duct cxhaust to room B32. Referto
ADM-5.

Drawing M2-4

1. Generator exhauat stack location moved. New exhanst duet penetration for cells exhaunst. Changes
to ERV dustwork to suite new configurstion. Additiomal backdraft dampers provided in exhaust
ductwork, Refer to ADM-6,

Drawing M3-1

1. Location of gcnerator exhaust stack moved. Cross-over bridge removed, Refer to ADM.-7.
Drawing M3-3

L. New exhaust duct penctration. Location of generator cxhaust stack moved. Refer to ADM-8,

RESPONSES TO YENDOR QUESTIONS

1. Question:
In Room 101 the floor finish is sheet vinyl. Is new shect vinyl to be applied o only the landing or
area at the firss floor lovel or on the stair treads and mid tevel landings as well? Please clarify.

ANSwer: '
This flooring replacement applies only to the leading.

2. Question:
What is the iimit of the floor finishes i rooms 108, 109, and 1107 The extent of the work in these
rooms is rather ambiguons on the drawings. Could it be more clearly defined?

Answeri: :

The limit of the flogring for these areas is defined by the walls separating the spare, This includes
the complete lobby flooring replacing. Finishcs noted apply W the arez and are definted by the
walls surrounding the area unless other wisc notes, Refcronce plan 1 and 2 on A2-2

Pagc 4 of 5
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ADDENDUM 2 {Continued

3 Question:
Rooms B37, B58, B60, 152 and 133 do not appear on the plans however they do appear on the
room legends, Is there any work requirved in these arcas?
Answer! . :
Rooms 152 and 153 are skowh on plan 2 on drawing A2-2. This plan is an extension ¢f plan | on
A2-2 and connects 10 the bouom left corner. Reference gridlines G1/G and gridline § shown on
both plans.
B37: is located on Drawing AZ-1 at the intersection of gridlines C and 7.
B5B and B60: Reference clectrical drawing E2-1,

4, Question:
The phasing drawing illustratcs number of weeks to perform the work, if you add those numbers
together they total over the allowable 44 weeks in the tender documents. My questions are — will
we be able to wotk in multiple phases at the same time or which thne Hne are we to follow?
Answer:
The phasing is a suggested timc line. The contractor will confirm shorten or sdvize of an
extcnsion. Phase 4 will happen during other work in other phases and will be schedule between
February and April. All other phases will not permit over lap as there is no additional flex space
a8 the nsers arc shifted during construction.

5. Question!
With the removal of the generator, wo are requited to rent @ backup generator, wili that generatar
need to keep the entire building operational or is it only the area whese work is being performed?
Answer:
The back-up generatar is the same size as the existing and you have to tie fn at the main transfer
switch ~ downstream loads are irrelcvant,

6. Question: .
For the pawer switch aver, can this work be done during regnlar business hours or only done on
weekends and after hours?
Answer:
The transfer switch is {salated, no loss of power 10 either bosrd and if we perform during good
weather and regular working hours there would be no issue.

7. Question:
The hatch on the demelition drawings is unclear as 1o the extent of the floor slab to be removed to
allow the underground serviccs. Can the architect provide ancther drawing where the hatch is
legible?
Answer:
Refer to attached sketchos ADA-1 and ADA-2.

END OF ADDENDUM

Regards,

“T= Z,gt.
Senior Purchasing Analyst
Fax: 905-791-3697

Tha Addendum rmumber and date must be included in the Form of Tender in order for your bid to be given
considerarion.

Page S of 5
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. . 004247 Farm of Tender
Ragioan! Municipality of Pee) Document 241 .
T HIRONTARIQ STREET, BRAMPTON .
Purchssing Division RENOYATIONS A 7'&;%? R DOVISION ' Addendum 2

TENT CONSTRUCTION SCHEDULE

The successful vendor must subinit a tentative construction schedule within 7 days of award
indicating & required start date for approved shop drawings and equipment ordering in order to
meet a proposed substantial completion date of Awmist 1, 2010.

Prices are all inclusive of the cost of Tabour, materials and equipment required to complete the Worl,
including but not lmited to all applicable taxes, overhsads, profits end all other associated Vendor
expenses exvept GST. The Vendor acknowledges by signature hersunder that it has verified for itself
the extept of the Work referenced by this document and provides proper completion of the Work for
the Stipulated Contract Price,

006,017

Line 1 Stipulated Contract Price Ly
Line 2 Cash allowance #1: Material inspection and testing $15,000
Line3 Cash Allowance #2: Finishing hardware supply $54,000
. Cuash Allowance #3: Card access and CCTV supply
Line 4 eod ingtaliation $30,000
Cash Allowznce #4: Commissioning of 511 new
Line 5 " $28,000
Cash Allowance #5: Production of architecural
Line 6 racord draw ' $6.000
Cash Allowance #6: Production of mechanical end
electrical record drawings
(excluding G | °
*transler this tofz] to the cover page

The above stated Price includes fully for all increases, for whatever cause, fn cost or price of
Iabour, materials, products, equipment, or consumables, Escalation shall not apply for the duration
of the Contragt,

The above siated Price inoludes the payment of permits as described in the Supplemeptary
Conditions, and the Cash Allowances,

No allowanees or extra consideration on behalf of the Contractor will be allowed by the Owner by
reason of additional costs, damages or other difficulties incurred by the Contractor for failure to
have fully investizated and determined condjtions effectizg the Work.

V-2009 0217 45
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VAV BOX WITH REHEAT SCHEDULE
INLET MAX, MIN,
(G CAPACITY | FLOW |AIR TEMP
A P s w2 ! P e, "LM_E‘H) @ M-(Q
e Y a4 880 420 40 100 1.0 77 )
) 3 812 350 | 300 | 3B | 82 | 0B B2
= 6 B16.815 300 230 35 5.5 0.6 77
) A fe03B07.B22| 500 150 35 5.9 0.6 o1
2 [ 5 | 823824 - 200 200 20 5.1 0.5 78
= & ¥ m7 ((so0 )| 280 5 6.3 0.4 76
= 5 826,026 TonD 200 20 5.1 0.5 78
B8 E&EED(! L §RD 30 4.8 0.5 B1
N _8 | ©27.8ss 350 A A A~ A ISt A 8
O [ 14 3 80 1876 | 1675 35 37.0 3.7 78\
OO | = [ERRRNA s [ wo e BLAN
ozl 7 Mada o 440 120 25 3.7 0.4 82
033 7 TN 370 370 30 2.0 0.3 80
RE3) 8 'ﬁgﬁ“s 560 560 30 45 0.5 BO
0= 7 125,126 435 230 30 7.9 1] BS
N3] 10 124,126 §40 280 30 6.0 D.8 75
(sl 5 122 235 235 30 a1 0.8 a7
Ol 131,132 1580 | 150 20 3.2 a.3 75
(i8] 14 129,130 1980 1350 b ] 506 2.5 a0
(Wil 12 127 1320 oana 35 337 3.4 50
=0 10 [102,103,104 845 285 30 9.2 0.9 B5
ZZ] 5 133,134 240 100 30 3.8 0.4 &7
5 105 250 100 30 33 0.3 66
2 ] 137,138 265 15Q 30 5.1 0.5 B7
8 17 ¢ s20 ) 160 35 33 0.3 76
=51 10 116 111D 350 35 8.5 0. 79
7 139,146 500 son 35 21.0 1.0 04
8 191,112 850 195 g 6.2 0.6 B4
=R 12 113 1500 450 35 9.7 1.0 75
5 115 830 250 36 55 0.B 76
(51 4 10§ s 85 20 2.2 a.2 80
= ] 108 aco 240 40 3.0 0.4 76
4 203 125 75 35 241 0.2 a1
(=] 6 201,205 320 250 25 5.8 0.8 75
=0 5 152,153 200 80 30 1.0 0.1 70

* MAXIMUM NG VALUES FOR BOX AT MAMIMUM ASRFLOW
= COIL CAPACITY BASED QN 20°F TEMPERATURE DRORN
HEATING HOT WATER SIDE. BOXES 19 & 27 BASED @
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. ENTERING AIR TEMPERATUR|

qa0' ENTERING WATER TEMPERATURE GM
£ 55°F.

B WITH MAX 0.5 W.C. PRESSURE DROP FOR
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RETURN AIR GRILLE SCHEDULE
EWWBOL | SIZE (IN} | APPLICATION | NECK SIZE {IN} MODEL NUMBER & SPECIFICATIONS
=l 2445 CEILNG N/A KRUEBER/ & ﬁc&'&
EE | 12 CEILNG N/A KRAEEA, Eacs |
B3 14%x5% CEILING 1244 KRUEGER, 1380L
ﬂ%ﬂw%w&my o
=8 124D WALL H/h KRUEGER, AFSO—H—12=8-F22-00-D0-44

%'gﬁpft\rmlﬂg 3 ADDMONAL R=3 GRILLES FOR EACH OF THE ROGKS B2), B4, B25 AND B26. REFER TO ARCHTECTURAL

EXHAUST AIR GRILLE SCHEDULE

COMPLETE WITH OPPOSED BLADE DAMPER

SYMEOL | SIZE (M) | APPLICATION MANUFACTURER & MODEL
=1 &6 CELNG KRUFGER, 560, " HLADE SPACING
1245 CELING KRUSGER, SBD, %~ BLADE SPACING
[ ] 24n6 (caunG} WAUEGER, SED, ¥~ BLADE SPACING
] KRUEGER 5580, %" BLADE SPACRG, ALUGINLOY OONSTRUCTION C/W ALUMINUM
= ani2 QSHIMIE!EREET GPROSED BLADE OAMPER
6t waL KRUEEER, $80, %" BLATE SPACING
8 10«6 WALL KRUEGER, 580, %" BLADE SPACING
- SILENCER SCHEDULE
INTERNAL
DIANETER (STATIC! DYNAMIGINSERTION LOSS (dB}AT | AIRFLOW GENERATED NOISE (dH) AT
A—izc_FFLMOW ORAR | o GIVENFREQUENCY () BIVEN FREQUENCY (Hz) MODEL NUMBER AND SPECIFICATIONS
FLOW SIZE :
iy | 2E eyl 126 | 250 | so0 Jrooolzoooleng & | 125 | z5u | 300 {1 oon|2000|4n0lE0c
20,810 [ Thr 025 jof{ 13|20 |20 52 (19 15|10 |89 |64 57|56 ] 5657 |35 |ST| VBRON (KNEWCS) JIVRS~F/I-7Z.8BW5Z, SIRMGHT RECTANGILAR W/ PERTORATED LINUG
i e s B S s e S i i e W L AR 5 e e i T .
35000 | 4636{xz) | .08 a[ 15117 | 28|12 )11} 8 | 7 |87 58] 42|46 45|47 | 46 | 40 [MBRON (KINEMCS) 4BVES-F/S.5-30:4E(72-36/6, ELEOW 36 & & LENGWHS W/ FERF. LINM
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